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WARNING: 24V circuit is dedicated, Do not add or connect other items.

Controller/Actuator-KMC CSP-4702, 24 Vac,

Transformer- 24VAC, 40 VA Min.

Thermostat-CTE-5202

NOTE:

SHIP WITH DAMPER OPEN
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Control Wiring Diagram
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±.XXX = .010

1. Dimensions Are In Inches.

Unless Otherwise Specified:

2. Tolerances Are:

Fractions

±1/32

±.X =  .1

Decimals

±.XX = .02

Angles

±1°

DWG. NO. REV.

Single Duct Cooling with Reheat

Up to 3 Steps Electric Heat

THCD161-STD-EH

10/14/02DB

NTSDSG H

HN/A Removed logo 7/7/21 CG

THCD161-STD-EH
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